TYPICAL MOBILE HOME UNDERGROUND INSTALLATION

NOTES:
1. ALL SERVICE BEYOND METER BASE WILL BE AT MEMBER'S EXPENSE (CABLE, CONDUIT, TRENCHING, ETC.).
2. DO NOT ADD FILL DIRT UNTIL METER IS SET SO THAT INSPECTION CAN BE MADE.

NOTE:
CENTER OF METER BASE TO BE MOUNTED NOT LESS THAN 3' NOR MORE THAN 6' FROM FINISHED GRADE.

MOBILE HOME

CONDUCTORS OR CABLE EMBEDDED IN 3' OF EARTH ABOVE AND BELOW BY MEMBER (NEC 230-61 & 339-1)

GROUND ROD REQ'D. 4/0 x 8 STEEL GALV. BY MEMBER (NEC 250-83)

TRENCH BY MEMBER

RUSHING

DISTRIBUTION PANEL BY MEMBER

CONDUIT OR PVC BY MEMBER

FRAME

GROUND ROD REQ'D. 0.5/0 x 8 STEEL GALV. BY MEMBER (NEC 250-83)